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Water Source #1
Type Meter
Static Pressure 72 psi
Service Line 0 psi
Meter Loss 0.813 psi Zone 2 @ 33.3 gpm Zone 3 @ 32.37 gpm Zone 4 @ 33.3 gpm Zone 5 @ 32.37 gpm Zone 6 @ 28.87 gpm Zone 7 @ 25.14 gpm Zone 8 @ 25.86 gpm Zone 9 @ 24.8 gpm Zone 10 @ 18.08 gpm Zone 11 @ 32.36 gpm Zone 12 @ 32.36 gpm
Mainline Components Mainline Loss 0.82 psi| | Mainline Loss 2.01 psi| |Mainline Loss 1.42 psi [ [ Mainline Loss 2.62 psi| | Mainline Loss 247 psi Mainline Loss 2.08 psi Mainline Loss 4.52 psi Mainline Loss 3.48 psi Mainline Loss 1.69 psi Mainline Loss 7.63 psi | | Mainline Loss 8.29 psi
Backflow Loss 6 psi Valve Loss 2.329 psi | | Valve Loss 2.208 psi | | Valve Loss 2329 psi| | valve Loss 2.208 psi| | Valve Loss 1.828 psi Valve Loss 1,592 psi Valve Loss 1.638 psi Valve Loss 1.571 psi Valve Loss 1.145 psi Valve Loss 2.207 psi Valve Loss 2.207 psi
Master Valve Loss 3.544 psi Lateral Loss 0.882 psi | | Lateral Loss 0.73 psi | |Lateral Loss 1.192 psi | | Lateral Loss 1.011 psi | [ Lateral Loss 0.636 psi Lateral Loss 1.383 psi Lateral Loss 2.454 psi Lateral Loss 0.533 psi Lateral Loss 1.615 psi Lateral Loss 1.204 psi | |Lateral Loss 0.807 psi
Filter Loss 0.26 psi Fittings Loss 0.171 psi | | Fittings Loss 0.274 psi Fittings Loss 0.261 psi Fittings Loss 0.363 psi Fittings Loss 0.311 psi Fittings Loss 0.346 psi Fittings Loss 0.697 psi Fittings Loss 0.401 psi Fittings Loss 0.331 psi Fittings Loss 0.883 psi Fittings Loss 0.909 psi
Elevation 0 psi| [Elevation O psi| [Elevation 0 psi| | Elevation 0 psi| |Elevation 0 psi Elevation Opsi| |Elevation 0 psi Elevation O psi| |Elevation 0psi| |Elevation 0psi| [Elevation 0 psi
Zorfe .1 @ 30.62 gpm - Sprinkler Requirement 30 psi | | Sprinkler Requirement 30 psi Sprinkler Requirement 30 psi | | Sprinkler Requirement 30 psi Sprinkler Requirement 30 psi Sprinkler Requirement 30 psi Sprinkler Requirement 30 psi Sprinkler Requirement 30 psi Sprinkler Requirement 30 psi Sprinkler Requirement 30 psi Sprinkler Requirement 30 psi
Mainline Loss ! pSt Total Design Pressure | 44.25 psi | | Total Design Pressure | 45.22 psi | | Total Design Pressure | 45.152 psi | | Total Design Pressure | 46.106 psi [ | Total Design Pressure | 45.334 psi Total Design Pressure | 45.48 psi| [ Total Design Pressure | 49.042 psi Total Design Pressure | 46.012 psi | | Total Design Pressure | 44.3 psi | | Total Design Pressure | 51.307 psi| | Total Design Pressure | 51.567 psi
l/atlve ILESS (1)22; ps! Residual Pressure 27.75 psi | | Residual Pressure 26.78 psi | | Residual Pressure 26.848 psi | | Residual Pressure 25.894 psi| | Residual Pressure 26.666 psi Residual Pressure 26.52 psi Residual Pressure 22.958 psi Residual Pressure 25.988 psi Residual Pressure 27.7 psi Residual Pressure 20.693 psi Residual Pressure 20.433 psi
ateral Loss .946 psi
Fittings Loss 0.194 psi
Elevation 0 psi ZONES 1-12 ARE SPRAY ZONES.
P —— R ALTHOUGH HIGH RESIDUAL PRESSURE IS SHOWN - THIS SYSTEM IS USING RAINBIRD PRS HEADS %CH)EHIED?QI;% é&%’éﬁg FEERCI;F:E%\ES
Total Design Pressure | 44,283 psi (THESE HEADS REGULATE THE PRESSURE AT THE HEAD AND HOLD IT TO 40 PSI) AT THE VALVE & FILTER PER ZONE
, - THE SYSTEM WILL RUN AT OPTIMUM PRESSURE
Residual Pressure 27.717 psi

| Qty | Symbol Description Pressure Flow Radius
Sprinklers
4 ( Rain Bird 10H - 1804-PRS 30 psi 0.79 gpm | 10 ft
6 ( Rain Bird 10Q - 1804-PRS 30 psi 0.39 gpm | 10 ft E
1 ( Rain Bird 10-VAN 90 - 1804-PRS | 30 psi 0.75 gpm | 10 ft )
5 [ ] Rain Bird 12F - 1804-PRS 30 psi 26gpm |12ft . o &J) ;)O
1 ( Rain Bird 12H - 1804-PRS 30 psi 1.3gpm |12ft \ by o
4 ( Rain Bird 12-VAN 180 - 1804-PRS | 30 psi 1.3gpm |12t N T
1 (] Rain Bird 12-VAN 270 - 1804-PRS | 30 psi 1.95 gpm |12 ft Q % §
1 ° Rain Bird 12-VAN 90 - 1804-PRS [ 30 psi 0.65 gpm | 12 ft n =2
51 ( Rain Bird 15F - 1804-PRS 30 psi 3.7gpm |15t Q_) Ep &‘
49 ( Rain Bird 15H - 1804-PRS 30 psi 1.85gpm |15 ft 2 \) [QI); S
21 ( Rain Bird 15Q - 1804-PRS 30 psi 0.92 gpm | 15 ft Q S
5 ° Rain Bird 15-VAN 180 - 1804-PRS | 30 psi 1.85 gpm |15 ft S
2 ( Rain Bird 8F - 1804-PRS 30 psi 1.05gpm | 8 ft
8 ( Rain Bird 8H - 1804-PRS 30 psi 0.52 gpm | 8 ft
2 [ ] Rain Bird 8Q - 1804-PRS 30 psi 0.26 gpm | 8 ft
1 ° Rain Bird 8-VAN 180 - 1804-PRS | 30 psi 1.19 gpm | 8 ft
3 = Rain Bird 9SST - 1804-PRS 30 psi 1.73gpm |18 x 9 ft
Water Source
[ 1 | ™ | 2 inch meter |
Backflow Devices 131 1"
[ 1 | »<« |Febcoss0-11/2" | 2.88
Control Valves GPM
1 Rain Bird 150-PEB
12 ) Rain Bird 150-PGA Globe
7 ) Rain Bird XCZ-100-PRF-BF 14 | 1"
Y-Strainers / Filters 5.22 Nov 17 2009
[1 [ [ Febco 650A-1 1/2" GPM
Irrigation Accessories
1 A Irritrol Sljs%eifgllz?goo g
1 > Nibco 1 1/2" isolation valve 15|11 g
1 A Rain Bird ESPLXMI-32 Clock] 3.21 2
Lateral Line Pipe GPM <
1863.81 ft Class 200 3/4"
309.6 ft Class 200 1"
271.04 ft Class 200 1 1/2" 16 | 1"
Mainline Pipe 3.7
[705.92ft [== == =] Class 2001 1/2" GEM 0>J
Drip Tubing :‘_(
337447 ft || || Rain Bird LD-09-18 - 50 D
103.23 ft Rain Bird LD-09-18 17 1 1 g g
5.7 s 2 Al
General GPM e MRS
Wire Z 'Q—*) X >< OTS
[723.131 | 14 Gauge - Common O &~ S o
18 | 1" T 5 oa
) I
A 2 s8AA
19 | 1"
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Water Source #1 E %
Meter Size 2 inch meter
Static Pressure 72 psi
Elevation Change 0ft
Service Line Information
Pipe Category Type K Copper
Pipe Size Type K Copper 2"
Length 0ft
Velocity 7.5 fps
Recommendations
Maximum Recommended Flow | 34 gpm
Available Working Pressure 64.8 psi
Sprinkler Zone Data
Zone # | Total Area | Total Flow | Precip Rate
1 2494.86 Sq/Ft | 30.62 gpm 1.75in/hr
2 2913.97 Sq/Ft| 33.3gpm 1.37 in/hr .o
3 2621.51 Sq/Ft | 32.37 gpm 1.63 in/hr H m |
4 3116.04 Sq/Ft | 33.3 gpm 1.66 in/hr U @)
5 3034.39 Sq/Ft | 32.37 gpm 1.62 in/hr m E
6 2743.85 Sq/Ft | 28.87 gpm 1.51 in/hr J—
7 2296.21 Sq/Ft | 25.14 gpm 1.47 in/hr O a
8 1628.56 Sq/Ft | 25.86 gpm 1.74 in/hr m (LQ
9 2861.31 Sq/Ft | 24.8 gpm 1.43 in/hr m o
10 1868.6 Sg/Ft [ 18.08 gpm 1.56 in/hr
11 2341.85 Sq/Ft | 32.36 gpm 1.69 in/hr
12 2474.02 Sq/Ft | 32.36 gpm 1.62 in/hr
Drip Zone Data DATE:
Zone #| Total Area | Total Flow | Precip Rate
13 433.86 Sg/Ft| 172.8 gph 0.64 in/hr NOV / 2009
14 783.29 Sq/Ft | 313.2gph 0.64 in/hr
15 462.26 Sq/Ft | 192.6 gph 0.67 in/hr
16 553.46 Sq/Ft | 222.3 gph 0.64 in/hr PLAN:
17 804.47 Sq/Ft 342 gph 0.68 in/hr . .
18 1725.06 Sq/Ft | 688.5 gph 0.64 in/hr Orlglnal
19 347.93 Sq/Ft| 138.6 gph 0.64 in/hr




